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DEDUCT ALT. 1

GENERAL SHEET

NOTES

1. SEE SPECIFICATION SECTION 01 00 00, GENERAL
REQUIREMENTS, FOR CONSTRUCTION PHASING
REQUIREMENTS.

& SHEET

KEYNOTES

1. INSTALL NEW FLOW MONITOR (BLANCETT MODEL
NO. B28SLMAB) ON EXISTING BLANCETT FEED
WATER METER AND CONNECT 4-20mA OUTPUT
SIGNAL TO NEW CONTROL PANEL. TYPICAL OF

FOUR.

2. ABANDON EXISTING OPACITY METER IN PLACE.
TYPICAL OF FOUR.

3. INSTALL NEW FLOW MONITOR ON EXISTING
HERSEY FUEL OIL METER AND CONNECT
4-20mA OUTPUT SIGNAL TO NEW CONTROL

PANEL. TYPICAL OF FOUR.

4. INSTALL NEW FLOW MONITOR ON EXISTING
ROCKWELL GAS METER AND CONNECT 4-20mA
QUTPUT SIGNAL TO NEW CONTROL PANEL.

5. CONNECT 4-20mA OUTPUT SIGNAL FROM
EXISTING OXYGEN SENSORS TO NEW CONTROL

PANEL.

6. CONNECT 4-20mA QUTPUT SIGNAL FROM
EXISTING ORIFICE PLATE STEAM METERS TO NEW
CONTROL PANEL.

7. CONNECT 4-20mA OUTPUT SIGNAL FROM
REFURBISHED/NEW ORIFICE PLATE STEAM METER

SM—07 TO NEW CONTROL PANEL.

8. CONNECT 4-20mA QUTPUT SIGNAL FROM
EXISTING BLANCETT SOFT WATER MAKE—-UP

METER TO NEW CONTROL PANEL.
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